VARIABLE INPUT AC OUTPUT AC BYPASS ESSENTIAL
MIN. SHORT | ENCLOSURE | ENCLOSURE TORQUE/ LINE LINE CONTACTOR MOTOR STARTING IN MULTIPLE DAMPER SERVICE/ LEED
CIRCUIT TYPE PLENUM SEISMIC CONSTANT HARMONIC HARMONIC BYPASS TYPE BYPASS MOTOR CONTROL |FIREFIGHTER| REQUIRE-
VFD MOTOR VOLTAGE/ RATING (kA) (NEMA RATED BRACING TORQUE CONTROL CONTROL CONTACTOR (MANUAL/ (FULL VOLTAGE/REDUCED CONTROL CIRCUIT MODE MENTS ELEC
NUMBER NUMBER PHASES (10/22/65/100) 1/4X/12) (YES/NO) (YES/NO) (VTICT) (YES/NO) (YES/NO) (YES/NO) AUTOMATIC) VOLTAGE - FV/RV) (YES/NO) (YES/NO) (YES/NO) (YES/NO) NOTES
VFD-01 PHWP-01 460/3 X 1 NO NO VT YES NO NO NA NA NO NO NO YES 2
VFD-02 PHWP-02 460/3 1 NO NO VT YES NO NO NA NA NO NO NO YES 2
VFD-03 PHWP-03 - - - - - - - - - - - - - - - 1
VFD-04 SHWP-01 460/3 1 NO NO VT YES NO NO NA NA NO NO NO YES 2
VFD-05 SHWP-02 460/3 1 NO NO VT YES NO NO NA NA NO NO NO YES 2
VFD-06 SHWP-03 460/3 1 NO NO VT YES NO NO NA NA NO NO NO YES 2
VFD-07 SHWP-04 460/3 1 NO NO VT YES NO NO NA NA NO NO NO YES 2
VFD-08 SHWP-05 - - - - - - - - - - - - - - - 1
VFD-09 CHWP-01 460/3 1 NO NO VT YES NO NO NA NA NO NO NO YES 2
VFD-10 CHWP-02 460/3 1 NO NO VT YES NO NO NA NA NO NO NO YES 2
VFD-11 CHWP-03 - - - - - - - - - - - - - - - 1
VFD-12 SWFP-01 460/3 1 NO NO VT YES NO NO NA NA NO NO NO YES 2
VFD-13 SWFP-02 460/3 1 NO NO VT YES NO NO NA NA NO NO NO YES 2
VFD-14 SWFP-03 - - - - - - - - - - - - - - - 1
VFD-15 PWFP-01 460/3 1 NO NO VT YES NO NO NA NA NO NO NO YES 2
VFD-16 PWFP-02 460/3 1 NO NO VT YES NO NO NA NA NO NO NO YES 2
NOTE 1: FUTURE VFD.
NOTE 2: VFD PROVIDED BY MECHANICAL CONTRACTOR AND INSTALLED AND WIRED BY ELECTRICAL CONTRACTOR.
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